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NOTES:

1.

EXISTING UNDERGROUND PIPING AS
SHOWN ON THE DRAWINGS PROVIDED
BY THE DISTRICT IS INDICATED ON THIS
PLAN. HOWEVER THE PIPING
LOCATIONS AND DEPTHS HAVE NOT
BEEN INDEPENDENTLY VERIFIED AND
MAY NOT BE COMPLETE.
CONTRACTOR IS RESPONSIBLE FOR
VERIFYING DEPTH AND COMPLETE
FUNCTIONING SYSTEM, DETERMINING
ACTUAL LOCATIONS WILL REQUIRE
INVESTIGATION, POT HOLING, AND
SURVEYING.

AT THE BEGINNING OF CONSTRUCTION
POTHOLE POINTS OF CONNECTIONS
AND SURVEY TO VERIFY AVAILABLE
SLOPE TO DRAIN. PROVIDE INVERT
ELEVATIONS BASED ON COMMON
DATUM POINT TO ENGINEER FOR
REVIEW PRIOR TO STARTING SEWER
INSTALLATION.

THE HARDSCAPE BETWEEN THE
BUILDINGS WILL BE PROVIDED UNDER A
SEPARATE CONTRACT. COMPACT
TRENCH IN THIS AREA TO 6" BELOW
FUTURE FINISH SURFACE.
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PLUMBING SITE PLAN
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1. FINISHED GRADE

2. 4" DEEP CONCRETE PAD IN
UNPAVED AREA. EXTEND 6" MIN
ALL AROUND BOX.

3. LABEL COVER "SEWER"

4. BRONZE CLEANOUT PLUG.

5. 1/2" SLOPE

6. PRE-CAST CONCRETE BOX WITH
CAST IRON COVER
(CHRISTY #B3 W/ C.I. LID)

7. PLUGGED WYE AT END OF RUNS

_LEANOUT TO GRADE IN YARD BOX (COTG IN YB)
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